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DEPARTMENT OF TRANSPORTATION

Channel strut
as required

Drill and tap
for mounting

Tower Foce

See note 1 & 2

Steel
Platform

001

Switch/Receptacle

SURFACE MOUNT SWITCH/RECEPTACLE YN

914

MAIN TOWER PLATFORM

Hondroﬂ—\\\

Support beam
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NOTES:

1.

RGS conduit, size varies,
see sheets E-284 and E-284A

/! /

~N
lt <——— Face of switch/receptacle .
shall be flush with Stiffener
face of handrail
[ YN . Channel strut as required,
Fo: mgunflng Light switc darill and tap for mghnflng (Typ)
note
Receptacle
HANDRA [l MOUNT P
ECTION A-A

S‘riffener/

DIST) COUNTY ROUTE TOTAL Prodeet |TNa | |sheeTs
04| SF 80 13.2/13.9 | 4[P 1204
Lo G0 s varancy
" Gl 12/19/
EGJSTERED ELECTRICAY ENGINEER DATE
12-6-04
PLANS APPROVAL DATE
PB POWER, Inc,

A Parsons Brinckerhoff Company
303 Second St., Suite TOON
San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or completeness of electronic copies of this plan sheef.

Caltrans now has a web site! To get to the web site, go fo http:/ /www.dot.cagov

Switches and receptacles are indicated in details
to show mountings only.

Attach fixture, receptacle and conduit. For
mounting to steel surfaces drill and tap structural
member and attach equipment with hex head
machine bolts as required. Verify mounting

holes with each piece of equipment.

References:
- For typical tower ladder platform lighti

switch and receptacle layout, see E-284 ond E-284A.
- For circuit and condun+/coble tray sche

see sheet arting at E-401.
- For tfower Shof+ diaphoqggm 8

E- 285 E- 285A and E- 286
For fower platform lighting and receptacle locations,
see sheets E-264B, E-285, E-285A, E-285D and E-286.

- For crossbeam ond glrder thflng and receptacle
locations, see E-96 thru E-101 for Westbound,

E-181 +hru E-186A for Eastbound and E-114 +hru E-118
for crossbeam area.
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= Channel Conduit outlet body REVISIONS T
g strut as size as required Sha
S required Typ CONTRACT CHANGE ORDER NO. o
= SHEET OF 55
o o
S 1PICAL POR SWITCH/RECEPTACLE SURFACE MOUNT SWITCH/RECEPTACLE E%
E ALONG WALKWAYS INSIDE GIRDER AND CROSSBEAM INSIDE MAIN TOWER SHAFTS D ET AELS -
2 DETAIL 8 TOWER AND SUSPENSION CABLE i
) (See Note 3) TYPICAL CONDUIT INSTALLATION E-268 8
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